H
January 16, 2024 IEp

Providing Trusted
Pat Lang Health and Safety Solutions

Director of Facilities
New Uim Public Schools
414 South Payne Street
New Ulm, MN 56073

RE: District-wide
2024 Lead-in-Water First Draw — Initial Testing
IEA Project #202311264

Dear Mr. Lang:

At the request of New Ulm Public Schools, IEA collected 151 water samples from identified potable
water sources on January 3-4, 2024, for lead analyses from the following buildings:

* Annex Building ..c.oovvvvseeceeeeee e, 3 *  New Ulm High School ........cceuueu..... 25
o CTEBUIlAING wecireiieceeecireeeeeeee e 2 «  New Ulm Middle School................. 34
+ Jefferson Elementary........ccocouvuennnn.... 53 *  Washington Elementary.................. 34

The purpose of the sampling is to document lead content in the sampled locations.
INTRODUCTION

Minnesota Statute 121A.335 requires public school buildings serving pre-kindergarten through grade 12
to test for lead in potable water fixtures every five years. The 3Ts for Reducing Lead in Drinking Water
Toolkit (2018) and the Lead Contamination Control Act (LCCA) of 1988 were created by the
Environmental Protection Agency (EPA) to identify and reduce lead in drinking water. Lead is a metal
that usually enters drinking water through the distribution system, including pipes, solders, faucets, and
valves. Lead content in water may increase when the water is allowed to sit undisturbed in the system.
Exposure to lead is a health concern.

The EPA recommends taking action when elevated lead levels are noted in water fixtures. The MDH and
MDE recommend taking a fixture out of service if levels are 20 parts per billion (ppb) or higher. The MDH
and MDE also recommend taking action according to their guidelines for fixtures with levels of

2 parts per billion (ppb) or higher.
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New Ulm Public Schools

IEA Project #202311264
District-wide — 2024 Lead-in-Water First Draw — Initial Testing

January 16, 2024

METHODOLOGY

[EA collected 151 first-draw (unless otherwise noted) samples of approximately 250 milliliters (ml) of
water. “First draw” means the samples are collected before the fixture is used or flushed during the day.
The first-draw sample results reflect a worst-case scenario, i.e., the highest lead level that would
be consumed by building occupants. MDH recommends fixtures not be used 6 to 18 hours prior to
sampling fixtures.

Water samples were analyzed by Minnesota Valley Testing Laboratories (MVTL) in New Ulm, Minnesota,
which uses EPA-approved analytical methods and quality control/assurance procedures. Samples were
analyzed using the ICP/MS EPA Method 200.8.

RESULTS & DISCUSSION

The lead-in-water sampling results ranged from below the level of detection (<0.5 ppb) to 24.6 ppb.
There was one sample result greater than the district designated level of 20 ppb. In addition, there
were eight other sample results greater than the Minnesota Department of Health (MDH) Action Level
of 5 ppb which goes into effect July 1, 2024. See Table 1: Water Testing Results Exceeding 20 ppb and
Table 2: Water Testing Results Exceeding 5 ppb. The laboratory reports are provided in Appendix A.
Laboratory results are reported in micrograms per liter (pg/L) which is equivalent to ppb.

Table 1: Water Testing Results Exceeding 20 ppb - January 3-4, 2024

el : . ; dR
Sample Number Building Sampling Location Fixture Type ked (pp:s)ults
Jefferson-33 lefferson Elementary Room 227 Sink 24.6
ppb — parts per billion
Table 2: Water Testing Results Exceeding 5 ppb — January 3-4, 2024
: ; : ; L I
Sample Number Building Sampling Location Fixture Type eat(:lpl:is)u &
lefferson-2 lefferson Elementary SE Kitchen Sink Kitchen Sink 5.18
Jefferson-31 lefferson Elementary Room 230 Drinking Fountain 121
Jefferson-43 lefferson Elementary Room 219 Drinking Fountain 10.0
Jefferson-45 lefferson Elementary Room 216 Drinking Fountain 6.19
Middle School-3 Middle School Room 102 {Lounge) Sink 6.22
Middle School-34 Middle School Room 222A (Nurse) Sink 5.38
Washington-1 Washington Elementary | Kitchen North Prep Sink Kitchen Sink 11.3
Washington-30 Washington Elementary Room 234 Drinking Fountain 6.67

ppb — parts per billion

RECOMMENDATIONS

IEA recommends implementing one of the following treatment options for fixtures with elevated lead

content. Fixtures should be retested after remediation to verify lead content reduction.

- The fixture should be removed from service by disconnecting it from the water supply and/or
posting signs that the water is not potable and notify staff accordingly.

- Bottled water should be provided to occupants which meets FDA and state standards. A written
statement from the bottled water distributor guaranteeing the standards are met should be filed
with the district.

« Lead pipes on the property and district portion of the service line should be replaced.
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New Ulm Public Schools IEA Project #202311264
District-wide — 2024 Lead-in-Water First Draw — Initial Testing January 16, 2024

- The plumbing system should be reconfigured to redirect the water to bypass any known sources of
lead contamination.
The fixture should be replaced with a "lead-free" fixture certified to NSF/ANSI 372 or NSF/ANSI 61-G.
The Reduction of Lead in Drinking Water Act redefines "lead-free” as "not more than a weighted
average of 0.25% lead when used with respect to wetted surfaces of pipes, pipe fittings, plumbing
fittings, and fixtures." Effective January 4, 2014, drinking water system components sold or installed
must adhere to this new requirement.
«  Adrinking water treatment unit certified to NSF/ANSI 53 or NSF/ANSI 42 for lead reduction should
be installed.
«  Flush testing should be conducted in accordance with MDH, MDE, and EPA guidelines to
determine if flushing will reduce lead content. If results indicate that flushing will reduce lead to
acceptable levels:
* Aflushing program should be implemented which includes documentation of daily flushing and
periodic program review.
It should be noted that elevated levels can return quickly following flushing depending upon the
age and condition of the plumbing. The plumbing components should be replaced to ensure
any repair or replacement is done using only “lead-free” solder can address high lead levels.
Existing wires in the building that could be grounded to lead piping should be checked, since the
electrical current produced may accelerate the corrosion of the pipes. The wires could also be
checked to find an alternative grounding system.

In addition, the MDH recommends labeling any water fixtures not included in the sampling program,
including bathroom taps, hose bibbs, laboratory fa ucets/sinks, or custodial closet sinks.

If the school receives its water from a Community Public Water Supply, such as a municipal water
supply, MDH encourages the school to work with them to assess the source contribution of lead coming
into the school.

It is recommended that a copy of the district's Lead in Water Testing Report be made available to staff
and the public through the district's administrative offices. Per Minnesota Statutes, section 121A.335, a
school district that has tested its buildings for the presence of lead shall make the results of the testing
available to the public for review and must notify parents of the availability of the information.

GENERAL CONDITIONS

The analysis and opinions expressed in this report are based upon data obtained from New Ulm Public
Schools at the indicated locations. This report does not reflect variations in conditions that may occur
across the site, property, or facility. Actual conditions may vary and may not become evident without
further assessment.

The report is prepared for the exclusive use of our client for specific application to the project
discussed and has been prepared in accordance with generally accepted environmental, health and
safety practices. Other than as provided in the preceding sentence and in our Proposal #11774 dated
December 13, 2023, regarding district-wide lead-in-water sampling, including the General Conditions
attached thereto, no warranties are extended or made.
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New Ulm Public Schools IEA Project #202311264
District-wide — 2024 Lead-in-Water First Draw — Initial Testing January 16, 2024

Please contact IEA if you would like assistance with any of the above recommendations or have
questions regarding this report.

Sincerely,

[EA, Inc. Reviewed by:

f ‘} V
Ben Qlsen, CPSI Margot lucci
Senior Project Manager Project Coordinator

BO/khb 01162024

Enc.
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MINNESOTA VALLEY TESTING LABORATORIES, INC.
1126 North Front St. ~ New Ulm, MN 56073 ~ 800-782-3557 ~ Fax 507-359-2890

2616 East Broadway Ave. ~ Bismarck, ND 58501 ~ 800-279-6885 ~ Fax 701-258-9724 Membes
1201 Lincoln Hwy. ~ Nevada, IA 50201 ~ 800-362-0855 ~ Fax 515-382-3885 /{I I
www. MVTL.com
Workorder: Washington Elementary (37942) Client: Institute for Environmental Assessment (IEA)

Account#: 2190 PO: 202311264
Project #: 202311264

Emma Squires-Sperling

IEA / Brooklyn Park

9201 W Broadway Suite #600
Brooklyn Park, MN 55445

Certificate of Analysis
Approval

All data reported has been reviewed and approved by:

R

Analyses performed under Minnesota Department of Health Accreditation conforms to the current TNI standards.

Dave Smahel, Inorganic Chemistry/Feed Lab Manager New Ulm, MN

NEW ULM LAB CERTIFICATIONS:
MN LAB # 027-015-125ND WW/DW # R-040

BISMARCK LAB CERTIFICATIONS:
MN LAB # 038-999-267ND W/DW # ND-016

Workorder Comments

All samples were preserved with nitric acid upon receipt at the laboratory.

MVTL guarantees the accuracy of the analysis done on the sample submitted for testin,
any other sample unless all conditions affecting the sample are the same, including
confidential property of clients, and authorization for publication of stateme

g. It is not possible for MVTL to guarantee that a test result obtained on a particular sample will be the same on
g sampling by MVTL. As a mutual protection to clients, the public and ourselves, all reports are submitted as the
nts, conclusions or extracts from or regarding our reports is reserved pending our written approval.

Report Date: ~ Trursday, Januan )24

i



MINNESOTA VALLEY TESTING LABORATORIES, INC.

1126 North Front St. ~ New Ulm, MN 56073 ~ 800-782-3557 ~ Fax 507-359-2890
2616 East Broadway Ave. ~ Bismarck, ND 58501 ~ 800-279-6885 ~ Fax 701-258-9724

1201 Lincoln Hwy. ~ Nevada, IA 50201 ~ 800-362-0855 ~ Fax 515-382-3885

www.MVTL.com

Member

ALIL

Workorder: Washington Elementary (37942)

Analytical Results

Client:

Institute for Environmental Assessment (IEA)

Lab ID: 37942001 Date Collected: 01/04/2024 07:30 Matrix: Potable Water

Sample ID: Washington-1 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):

Sample Desc:  Kitchen North Prep Sink

Parameter Results Units MCL Method Analyzed Qual
Lead 11.3 ug/L 15 EPA 200.8 01/09/2024 15:17

Lab ID: 37942002 Date Collected: 01/04/2024 07:30 Matrix: Potable Water

Sample ID: Washington-2 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):

Sample Desc:  Kitchen Hot Water Dispenser

Parameter Results Units MCL Method Analyzed Qual
Lead <0.5 ug/L 15 EPA 200.8 01/09/2024 15:18

Lab ID: 37942003 Date Collected: 01/04/2024 07:30 Matrix:  Potable Water

Sample ID: Washington-3 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):

Sample Desc:  Hall Outside Kitchen WC

Parameter Results Units MCL Method Analyzed Qual
Lead <0.5 ug/L 15 EPA 200.8 01/09/2024 15:19

Lab ID: 37942004 Date Collected: 01/04/2024 07:30 Matrix:  Potable Water

Sample ID: Washington-4 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):

Sample Desc: 210S

Parameter Results Units MCL Method Analyzed Qual
Lead <0.5 ug/L 15 EPA 200.8 01/09/2024 15:21

Lab ID: 37942005 Date Collected: 01/04/2024 07:30 Matrix: Potable Water

Sample ID: Washington-5 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):

Sample Desc: 208 DF

Parameter Results Units MCL Method Analyzed Qual
Lead 0.61 ug/L 15 EPA 200.8 01/09/2024 15:22

Lab ID: 379420086 Date Collected: 01/04/2024 07:30 Matrix:  Potable Water

Sample ID: Washington-6 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):

Sample Desc:  211DF

Parameter Results Units MCL Method Analyzed Qual
Lead 1.1 ug/L 15 EPA 200.8 01/11/2024 11:56

MVTL guarantees the accuracy of the analysis done on the sample submitted for testing. It is not
any other sample unless all conditions affecting the sample are the same, including sampling by
confidential property of clients, and autharization for publication of statements, conclusions or e;

Report Date:

possible for MVTL to guarantee that a test result obtained on a particular sample will be the same on
MVTL, As a mutual protection to clients, the public and ourselves, all reparis are submitted as the
xtracts from or regarding our reports is reserved pending our written approval.



MINNESOTA VALLEY TESTING LABORATORIES, INC.

1126 North Front St. ~ New Ulm, MN 56073 ~ 800-782-3557 ~ Fax 507-359-2890
2616 East Broadway Ave. ~ Bismarck, ND 58501 ~ 800-279-6885 ~ Fax 701-258-9724

1201 Linceln Hwy. ~ Nevada, 1A 50201 ~ 800-362-0855 ~ Fax 51 5-382-3885

www.MVTL,.com

Member

ACCIL

Workorder: Washington Elementary (37942) Client: Institute for Environmental Assessment (IEA)
Analytical Results

Lab ID: 37942007 Date Collected: 01/04/2024 07:30 Matrix:  Potable Water

Sample ID: Washington-7 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):

Sample Desc: 217 Restroom WBF

Parameter Results Units MCL Method Analyzed Qual
Lead <0.5 ug/L 15 EPA 200.8 01/09/2024 15:23

Lab ID: 37942008 Date Collected: 01/04/2024 07:30 Matrix:  Potable Water

Sample ID: Washington-8 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):

Sample Desc: 212 DF

Parameter Results Units MCL Method Analyzed Qual
Lead 0.52 ug/L 15 EPA 200.8 01/09/2024 15:24

Lab ID: 37942009 Date Collected: 01/04/2024 07:30 Matrix:  Potable Water

Sample ID: Washington-9 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):

Sample Desc: 213DF

Parameter Results Units MCL Method Analyzed Qual
Lead <0.5 ug/L 15 EPA 200.8 01/09/2024 15:25

Lab ID: 37942010 Date Collected: 01/04/2024 07:30 Matrix:  Potable Water

Sample ID: Washington-10 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):

Sample Dese: 204 DF

Parameter Results Units MCL Method Analyzed Qual
Lead <0.5 ug/L 15 EPA 200.8 01/09/2024 15:26

Lab ID: 37942011 Date Collected: 01/04/2024 07:30 Matrix: Potable Water

Sample ID: Washington-11 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):

Sample Desc: 222 Restroom WC

Parameter Results Units MCL Method Analyzed Qual
Lead <0.5 ugf/L 15 EPA 200.8 01/09/2024 15:27

Lab ID: 37942012 Date Collected: 01/04/2024 07:30 Matrix:  Potable Water

Sample ID: Washington-12 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):

Sample Desc: 222 Restroom WBF

Parameter Results Units MCL Method Analyzed Qual
Lead <0.5 ug/L 15 EPA 200.8 01/09/2024 15:35

MVTL guarantees the accuracy of the analysis done on the sam)
any other sample unless all conditions affecting the sample are
confidential property of clients, and authorization for

Report Date:

ple submitted for testing. It is not possible for MVTL to guarantee that a test result obtained on a particular sample will be the same on
the same, including sampling by MVTL. As a mutual protection to clients, the public and ourselves, all reports are submitted as the
publication of statements, conclusions or extracts from or regarding our reports is reserved pending our written approval,



MINNESOTA VALLEY TESTING LABORATORIES, INC.

1126 North Front St. ~ New Ulm, MN 56073 ~ 800-782-3557 ~ Fax 507-359-2890

2616 East Broadway Ave. ~ Bismarck, ND 58501 ~ 800-279-6885 ~ Fax 701-258-9724

1201 Lincoln Hwy. ~ Nevada, 1A 50201 ~ 800-362-0855 ~ Fax 515-382-3885
www.MVTL.com

Member

ACIL

Workorder: Washington Elementary (37942) Client:

Institute for Environmental Assessment (IEA)

Analytical Results

Lab ID:

37942013 Date Collected: 01/04/2024 07:30 Matrix:  Potable Water
Sample ID: Washington-13 Date Received: 01/04/2024 08:35
Temp @ Receipt (C):
Sample Desc: 214 DF
Parameter Results Units MCL Method Analyzed Qual
Lead 2.57 ug/L 15 EPA 200.8 01/09/2024 15:36
Lab ID: 37942014 Date Collected: 01/04/2024 07:30 Matrix:  Potable Water
Sample ID: Washington-14 Date Received; 01/04/2024 08:35
Temp @ Receipt (C):
Sample Desc:  215DF
Parameter Results Units MCL Method Analyzed Qual
Lead <0.5 ug/L 15 EPA 200.8 01/09/2024 15:37
Lab ID: 37942015 Date Collected: 01/04/2024 07:30 Matrix:  Potable Water
Sample ID: Washington-15 Date Received: 01/04/2024 08:35
Temp @ Receipt (C):
Sample Desc: 216 DF
Parameter Results Units MCL Method Analyzed Qual
Lead <0.5 ug/L 15 EPA 200.8 01/09/2024 15:38
Lab ID: 37942016 Date Collected: 01/04/2024 07:30 Matrix: Potable Water
Sample ID: Washington-16 Date Received: 01/04/2024 08:35
Temp @ Receipt (C):
Sample Desc: 201 DF
Parameter Results Units MCL Method Analyzed Qual
Lead 0.81 ug/L 15 EPA 200.8 01/09/2024 15:39
Lab ID: 37942017 Date Collected: 01/04/2024 07:30 Matrix:  Potable Water
Sample ID: Washington-17 Date Received: 01/04/2024 08:35
Temp @ Receipt (C):
Sample Desc: 308 DF
Parameter Results Units MCL Method Analyzed Qual
Lead <0.5 ug/L 15 EPA 200.8 01/09/2024 15:40
Lab ID: 37942018 Date Collected: 01/04/2024 07:30 Matrix:  Potable Water
Sample ID: Washington-18 Date Received: 01/04/2024 08:35
Temp @ Receipt (C):
Sample Desc: 310 DF
Parameter Results Units MCL Method Analyzed Qual
Lead 3.93 ug/L 15 EPA 200.8 01/11/2024 11:59

MVTL guarantees the accuracy of the analysis done on the sam
any other sample unless all conditions affecting the sample are the same, including sampling by MVTL. As a mutual protection
confidential property of clients, and authorization for publication of statement

Report Date:

ple:submitted for testing. Itis not possible for MVTL to guarantee that

a test result cbtained on a particular sample will be the same on
to clients, the public and ourselves, all reports are submitted as the
s, conclusions or extracts from or regarding our reports is reserved pending our written approval.



MINNESOTA VALLEY TESTING LABORATORIES, INC.

1126 North Front St. ~ New Ulm, MN 56073 ~ 800-782-3557 ~ Fax 507-359-2890

2616 East Broadway Ave. ~ Bismarck, ND 58501 ~ 800-279-6885 ~ Fax 701-258-9724

1201 Lincoln Hwy. ~ Nevada, IA 50201 ~ 800-362-0855 ~ Fax 515-382-3885
www.MVTL.com

Member

ACIL

Workorder: Washington Elementary (37942) Client:

Institute for Environmental Assessment (IEA)

Analytical Results

Lab ID: 37942019 Date Collected: 01/04/2024 07:30 Matrix:  Potable Water

Sample ID: Washington-19 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):

Sample Desc: 316 Restroom WBF

Parameter Results Units MCL Method Analyzed Qual
Lead <0.5 ug/L 15 EPA 200.8 01/09/2024 15:41

Lab ID: 37942020 Date Collected: 01/04/2024 07:30 Matrix: Potable Water

Sample ID: Woashington-20 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):

Sample Desc: 312 DF

Parameter Results Units MCL Method Analyzed Qual
Lead <0.5 ug/L 15 EPA 200.8 01/09/2024 15:42

Lab ID: 37942021 Date Collected: 01/04/2024 07:30 Matrix: Potable Water

Sample ID: Washington-21 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):

Sample Desc: 313 DF

Parameter Results Units MCL Method Analyzed Qual
Lead <0.5 ug/L 15 EPA 200.8 01/09/2024 15:43

Lab ID: 37942022 Date Collected: 01/04/2024 07:30 Matrix: Potable Water

Sample ID: Washington-22 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):

Sample Desc: 304 DF

Parameter Results Units MCL Method Analyzed Qual
Lead <0.5 ug/L 15 EPA 200.8 01/09/2024 15:44

Lab ID: 37942023 Date Collected: 01/04/2024 07:30 Matrix:  Potable Water

Sample ID: Washington-23 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):

Sample Desc: 303 DF

Parameter Results Units MCL Method Analyzed Qual
Lead 0.80 ug/L 15 EPA 200.8 01/09/2024 15:53

Lab ID: 37942024 Date Collected: 01/04/2024 07:30 Matrix:  Potable Water

Sample ID: Washington-24 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):

Sample Desc: 315DF

Parameter Results Units MCL Method Analyzed Qual
Lead <0.5 ug/L 15 EPA 200.8 01/09/2024 15:54

MVTL guarantees the accuracy of the analysis done on the sam

any other sample unless all conditions affectin

confidential property of clients, and authorization for publication of statements, conclusi

ReportDate:  Thursday, Januar,

ple submitted for testing. It is not possible for MVTL to guarantee that a test
g the sample are the same, including sampling by MVTL. As a mutual protection to clients, th
ans or extracts from or regarding our reports is reserved pending our written approval.

result obtained on a particular sample will be the same on
e public and ourselves, all reports are submitted as the



MINNESOTA VALLEY TESTING LABORATORIES, INC.

1126 North Front St. ~ New Ulm, MN 56073 ~ 800-782-3557 ~ Fax 507-359-2890
2616 East Broadway Ave. ~ Bismarck, ND 58501 ~ 800-279-6885 ~ Fax 701-258-9724

1201 Lincoln Hwy. ~ Nevada, 1A 50201 ~ 800-362-0855 ~ Fax 515-382-3885

www.MVTL.com

Member

ACIL

Workorder: Washington Elementary (37942)

Analytical Results

Client:

Institute for Environmental Assessment (IEA)

Lab ID: 37942025 Date Collected: 01/04/2024 07:30 Matrix:  Potable Water

Sample ID: Washington-25 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):

Sample Desc: 300 DF

Parameter Results Units MCL Method Analyzed Qual
Lead <0.5 ug/L 15 EPA 200.8 01/09/2024 15:55

Lab ID: 37942026 Date Collected: 01/04/2024 07:30 Matrix: Potable Water

Sample ID: Washington-26 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):

Sample Desc: 301 Restroom WC

Parameter Results Units MCL Method Analyzed Qual
Lead <0.5 ug/L 15 EPA 200.8 01/09/2024 15:56

Lab ID: 37942027 Date Collected: 01/04/2024 07:30 Matrix:  Potable Water

Sample ID: Washington-27 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):

Sample Desc: 301 Restroom WBF

Parameter Results Units MCL Method Analyzed Qual
Lead <0.5 ug/L 15 EPA 200.8 01/09/2024 15:57

Lab ID: 37942028 Date Collected: 01/04/2024 07:30 Matrix:  Potable Water

Sample ID: Washington-28 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):

Sample Desc: 202 DF

Parameter Results Units MCL Method Analyzed Qual
Lead 0.89 ug/L 15 EPA 200.8 01/09/2024 15:58

Lab ID: 37942029 Date Collected: 01/04/2024 07:30 Matrix: Potable Water

Sample ID: Washington-29 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):

Sample Desc: 233 DF

Parameter Results Units MCL Method Analyzed Qual
Lead 1.40 ug/L 15 EPA 200.8 01/09/2024 15:59

Lab ID: 37942030 Date Collected: 01/04/2024 07:30 Matrix: Potable Water

Sample ID: Washington-30 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):

Sample Desc: 234 DF

Parameter Results Units MCL Method Analyzed Qual
Lead 6.67 ug/L 15 EPA 200.8 01/09/2024 16:00

MVTL guarantees the accuracy of the analysis done on the sample submitted for testing. It is not
any other sample unless all conditions affecting the sample are the same, including sampling by
confidential property of clients, and authorization for publication of statements, conclusiens or extracts from or regarding our reports

Report Date:  Thursday Jan

possible for MVTL to guarantee that a test result obtained on a particular sample will be the same on
MVTL. As a mutual protection to clients, the public and ourselves, all reports are submitted as the
is reserved pending our written approval.



MINNESOTA VALLEY TESTING LABORATORIES, INC.
1126 North Front St. ~ New Ulm, MN 56073 ~ 800-782-3557 ~ Fax 507-359-2890 —"
2616 East Broadway Ave. ~ Bismarck, ND 58501 ~ 800-279-6885 ~ Fax 701-258-9724 it
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www.MVTL.com

Workorder: Washington Elementary (37942) Client: Institute for Environmental Assessment (IEA)
Analytical Results

Lab ID: 37942031 Date Collected: 01/04/2024 07:30 Matrix: Potable Water

Sample ID: Washington-31 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):
Sample Desc: 230 DF

Parameter Results Units MCL Method Analyzed Qual
Lead 0.68 ug/L 15 EPA 200.8 01/09/2024 16:04

Lab ID: 37942032 Date Collected: 01/04/2024 07:30 Matrix:  Potable Water

Sample ID: Washington-32 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):

Sample Desc:  Nurse S

Parameter Results Units MCL Method Analyzed Qual
Lead <0.5 ug/L 15 EPA 200.8 01/09/2024 16:05

Lab ID: 37942033 Date Collected: 01/04/2024 07:30 Matrix: Potable Water

Sample ID: Washington-33 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):
Sample Desc: 117 Restroom WC

Parameter Results Units MCL Method Analyzed Qual
Lead <0.5 ug/L 15 EPA 200.8 01/09/2024 16:13

Lab ID: 37942034 Date Collected: 01/04/2024 07:30 Matrix:  Potable Water

Sample ID: Washington-34 Date Received: 01/04/2024 08:35

Temp @ Receipt (C):
Sample Desc: 117 Restroom WBF

Parameter Results Units MCL Method Analyzed Qual
Lead <05 ug/L 15 EPA 200.8 01/09/2024 16:15

MVTL guarantees the accuracy of the analysis done on the sample submitted for testing. It is not possible for MVTL to guarantee that a test result obtained on a particular sample will be the same on
any other sample unless all conditions affecting the sample are the same, including sampling by MVTL. As a mutual protection to clients, the public and ourselves, all reports are submitted as the
confidential property of clients, and authorization for publication of statements, conclusions or extracts from or regarding our reports is reserved pending our written approval.

Report Date: ~ Thursday, Januar
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Workorder: Washington Elementary (37942) Client: Institute for Environmental Assessment (IEA)

Institule for Environmental
WO: 37942

LT

MVTL guarantees the accuracy of the analysis done on the sample submitted for testing. Itis not possible for MVTL to guarantee that a test result abtained on a particular sample will be the same on
any other sample unless all conditions affecting the sample are the same, including sampling by MVTL. As a mutual protection to clients, the public and ourselves, all reports are submitted as the
confidential property of clients, and authorization for publication of statements, conclusions or extracts from or regarding our reporis is reserved pending our written approval.
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MINNESOTA VALLEY TESTING LABORATORIES, INC.

1126 North Front St. ~ New Ulm, MN 56073 ~ 800-782-3557 ~ Fax 507-359-2890

2616 East Broadway Ave. ~ Bismarck, ND 58501 ~ 800-279-6885 ~ Fax 701-258-9724 Member
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www.MVTL.com

Workorder: Washington Elementary (37942) Client: Institute for Environmental Assessment (IEA)

-~ KA 5
)} M1 2.
o 3101 Wea limedwsy Norta, Saike (0
Chain of Custody e gl
wasisaes T rmonisn
[centfuma New Ulm Public Schoote T Washington Elementary  [eovenon MVTL
[anenct e Pat Lang Project 02311264 st 2024 UW Testing
[Fesa® 507-359-8440 s e 7633157920 [ Rt v IEA Lab/Ben Oisen
}mm... I
= Ben Olsen [ tarzs e 7:30 —r Ty ot B Ve
| Cemvpivy)
Shipped 9y Ben Olsen jote /472024 [Teme 9:00 Tesnureund Tina =
=T o 3 ol S Tempararios
3 sample Type
Sample Volume/ | Analysls o
E Numbar Sumpla Lacatio. e . BouleType | Required mments & Obsarvations
z =
g HIENE
t Washingtan-1 Kitchen Narth Prep sink X Lead
" | washingianz Nitchen Hot Water Dispenser x Lead
| Washington3 Hall Outsida Kitchep - WC x Lsad
M | washingtona 0.5 x Lead
2 | washingions 208-DF X Lod
Lo | washingtons 211-DF X tead
|| _Washington-7 217 Restroom - WAF % tsad
¥ Washington-8 212-0F x yapsont 7304m nl umprssared  Lead
e Washington-3 213-DF % 1ar20m 730AM unpresered  Lasd
L thlnllnrl-lﬂ 204-DF X Lead
4] Washington-11 222 Restroom - WC X Load
V2| washington-12 222 Restroom - WBF % tead
V51 washington-13 214-0F x tead
L | washingtonta 215-DF % tead
15| washingtan-15 216-DF X Lead
& Etan-16 201-DF x Lead
L] washingtan-17 308-DF x Lead
| s | Washingtan-18 310-DF X Lead
ks Washinglon-19 316 Restroom - WBF X Lend
Washington-20 312-pF X texd
Washington-21 313-DF X teal
Washington-22 304- DF X Laad
2% | washington-23 303- DF X Lead
2| washington-24 315-DF X Luad
Bl 5 300-DF F Lead
1| washington-28 301 Restroom - WC X tend
24| washington-27 301 Restroom - WBF % Leag
1% | washingtcn-28 202-DF * laad
2] Washington-20 233-0F x Lend
1| Washington-30 234 x Lasd
54 | Washington-31 230 - DF % Laad
Gelgaal- At b
Comy-EA Gk

2.2 77)

MVTL guarantees the accuracy of the analysis done on the sample submitted for testing. It is not possible for MVTL to guarantee that a test result obtained on a particular sample will be the same on
any other sample unless all conditions affecting the sample are the same, including sampling by MVTL. As a mutual protection ta clients, the public and ourselves, all reports are submitted as the
confidential property of clients, and autherization for publication of statements, conclusions or extracts from or regarding our reports is reserved pending our written approval.
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MINNESOTA VALLEY TESTING LABORATORIES, INC.

1126 North Front St. ~ New Uim, MN 56073 ~ 800-782-3557 ~ Fax 507-359-2890 Memb
2616 East Broadway Ave. ~ Bismarck, ND 58501 ~ 800-279-6885 ~ Fax 701-258-9724 PR

1201 Lincoln Hwy. ~ Nevada, IA 50201 ~ 800-362-0855 ~ Fax 515-382-3885 M:I I
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Workorder:

zerm

Washington Elementary (37942) Client:

Institute for Environmental Assessment (IEA)

H 9201 W By Masth, 2este 63
Chain of Custody [ it
Wi B Lsanas
E=rem Naw Ulm Public Schools o ana Washington Elamentary E‘uwu = T
Comtac Mo Pat Lang [prekea® 200311264 e 2024 LW Testing
Froma® 507-353-8440 iiabara 763-3157920 W Sampld e T IEA Lab/Ren Disen
i
T ot
=T bats 1j472024 [Tems 3 [Reetried by [Game & 77
Ben Olsen 7:30 o r-w
=y Ben Okien B i [ 500 Tumiiound Tion e
ey e i EEF=— o
Sample Type
z Sample valume/ | Analysls
E Number Sample Locatlon = = = Time Sampled SottleTypa | Required Comments & Chservatlons
2 £l 3 £
k] H
S+ | Washingon-32 Nurse-5 X _yapan 7304M ool ungvess tead
5] washington3 117 Restroom - WC % /efaom 730 234 E: T Lasd
3 Washington-34 117 Restroom - WBE X 1/af2024 730 AM
Original - ANyl Lad
Copy-Cuam e

Copy-taLsy.

MVTL guarantees the accuracy of the analysis done on the sample submitted for testing. It is not
any other sample unless all conditions affecting the sample are the same, including sampling by
confidential property of clients, and autherization for publication of statements, conclusi

Re

port Date;

possible for MVTL to guarantee that a test result obtained on a particular sample will be the same on
MVTL. As a mutual protection to clients, the public and ourselves, all reports are submitted as the
ons or extracts from or regarding our reports is reserved pending our written approval.
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MINNESOTA VALLEY TESTING LABORATORIES, INC.
1126 North Front St. ~ New Ulm, MN 56073 ~ 800-782-3557 ~ Fax 507-359-2890

2616 East Broadway Ave. ~ Bismarck, ND 58501 ~ 800-279-6885 ~ Fax 701-258-9724

1201 Lincoin Hwy, ~ Nevada, IA 50201 ~ 800-362-0855
www.MVTL.com

Member

ACIL

~ Fax 515-382-3885

Workorder: Washington Elementary (37942) Client:  Institute for Environmental Assessment (IEA)
Bl S>ample Lonaitien LNeckKist
Han <
F= :
Date; 6] L\SP(MJQ L{ Time: (")8&) [Jem By: 5
Account Name: ~ [T Q) ..WU@,\/\}:QGJH\ Account #
Blll of Ladlng #: Cooler #:
Temp: 1. 2\ ¢ ror Ambient B Tracking #:
Tk ? l \ lce Crystals Present in Sample D
MVTL Courfer: Other:
MVTLRoute: < walk-in B upsAlr [ Fedex Alr [] Speebee [}
Mail (] ups Ground [] Fed Ex Ground []
Contalners Supplied by MVTL: Yes & Neo D Deslgnate customer supplied containers as "Other" In container size column
Commentst - B
Nurmnber Containers Size {mL} 5 Container Type Preservation pl -
3¢ | oo (129)(115@95} 500) (1000 Other | (6) CPI™S(AG) (AP} | NaHsO, Nz,0,S{NONE BNG; H;50, NaOH HCl SUB* Q 39 2 Add
!\‘_ (100} [120) {125) (250) {290) {500) (1000] Other {G) ) {AG) (AP} NaHS0, Na,035, NONE HNO; H,50; MNaCH HCl SUg* < >9 >12  N/A  Add
WZBU) (500) (1000} Other {G) {P) [AG) (AP} NaHS0, Na,055, NOME HNO; H;50, NaOH HCl sus* <2 >9 >i2  N/A  Add
(100) (120) (125) (250) (250) (50 ther | (G] (P) (AG)  (AP) NaHSO, Na;0,5; NONE HNG; H,50, NaOH HCl SUB* <2 >3 »12 N/A Add
(100) (120) (125} (250) {230) (500) (1000) Other | {G) G) (AP) | NaHSO, Na,0s5, NONE HNO, H,50, NaOH HCI SUB* @ 38 12 N/A Add
(100) (120} {125) {250) [290) (500) (1000) Other [ (6] () [AG)  (AP] T~NahS0, Nz,05, NONE HNO, WSO, NaOH HCl sUs* @ 38 12 N/A Add
(200) {120) (125} (250) {290] {500) (1000) Other {G) P} [AG) (AP} NaHS0, Na,U3 ONE HNO,; H,SO, MNaOH HCl suB* <2 >9 >12  N/A  Add
Low Level Mercury Kit *#¥/IDD NOT OPEN THE PMWLD[NE THE SAMPLE BOTTLESII**
4oz Jar Clear Amber MeOH m‘e\ nfa
2 o2 Jar Clear Amber MeQH Nane nfa
Ty
Vials  Individual Setof2 Setof3 Clear Amber HCl HsPO, H{50; Nene nfa
Viols individual  Setof2  Setof3 Clear Amber Hl HPO,  H50,  Mene S~ 0l
TripBlank  Individual Setof2  Setof3 nfa \
Moisture Vial nfa
Manure Bottle nfa

*ANY CONTAINER SENT TO A SUBCONTRACT LABORATORY WILL NOT BE CHECKED FOR PRESERVATION!

MVTL guarantees the accuracy of the analysis done on the sample submitted for testing. It is not possible for MVTL to

any other sample unless ail conditions affecting the sample are the same, including sampling by MVTL. As a mutual protection to clients,

confidential property of clients, and authorization for publication of statements,

Report Date: Thursday, January 11, 2024 2:87.24 P

guarantee that a test result obtained on a particular sample will be the same on

the public and ourselves, all reports are submitted as the

conclusions or extracts from or regarding our reports is reserved pending our written approval.



