Central Building Testing Results & Safety Actions - May & June 2020

In compliance with MN Stat 121A.335, 5 ppb is the Waseca Schools Lead Action Level. Previous lead action level was 20 ppb.

Sample Sampling Fixture |Test Results (ppb) Test Results (ppb)

Number Building Location Type May Safety Action June Safety Action
061620-WCB-01 |Waseca Central |Kitchen Tilt Fryer | Fixture 36.8 Signage & Flushing 1.35 N/A
061620-WCB-02 |Waseca Central |Room 226A Sink 364 Disconnect 412 Continue Disconnect
061620-WCB-03 |Waseca Central |Room 154A Sink 29.1 Signage & Flushing 1.89 N/A
061620-WCB-04 |Waseca Central |Room 153 Sink 34.8 Signage & Flushing 1.72 N/A
061620-WCB-05 |Waseca Central |Room 221 Sink 57.3 Disconnect 12 Continue Disconnect

507-837-5489.

ease contact Buildings & Grounds Director Colin Green if you have any questions or concerns about these test results. grec@waseca.k12.mn.us




